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CODE SUMMARY

AREA MODIFICATIONS TO IBC - TABLE 503

SECTION DESCRIPTION
NO. TOTAL PERIMETER (P) 680.8 FT. TOTAL OPEN FRONTAGE (F) 611.6 FT.
CHAPTER 3 - USE OR OCCUPANCY
3071 3/5-1 WIDTH OF OPEN SPACE (W) 27.19
302.3.2 | REQUIRED SEPARATION OF OCCUPANCIES S1-S1 NO SEPARATION REQUIRED (TABLE 302.3.2) % FRONTAGE INCREASE (1) f Ir=100{F/P-0.25]W/30 = 100[611.6/680.8-0.25]27.15/30" = 78.2
B/S-1 3-HR SEPARATION WALL REQ'D (TABLE 302.3.2) % OF ALLOWABLE TABULAR AREA (At) (TABLE 503) 100%
INCREASE FOR FRONTAGE, I,(506.2) 78.2%
304 B BUSINESS GROUP GARAGE OFFICE CHAPTER 9 - FIRE PROTECTION SYSTEMS % INCREASE FOR SPRINKLERS, 1(506.3) 200%
311.3 S-1 LOW- HAZARD STORAGE ENCLOSED PARKING GARAGE 903.2 SUPPRESSION SYSTEM ___ _ __ _ _ _ __ _ __ ___ __ _ ____________ YES TOTAL PERCENTAGE FACTOR 378%
NOTIFICATION/ALARMS _ __ . _______ 100% CONVERSION FACTOR 38
CHAPTER 5 - GENERAL BUILDING LIMITATIONS DETECTION _ 100%
503 S-1 AREA BUILDING = 16,361 SQ.FT B AREA BUILDING = 4,310 SQ. FT
_ NONSEPARATED USE IBC - (302.3.1)
S-1 ALLOWABLE AREA BUILDING = 17,500 SQ. FT S-1 ALLOWABLE BUILDING HT 3 STORIES-55FT.| 903.2 THE COMBINED AREA OF ALL GROUP S-1 FIRE AREA DOES NOT EXCEED 20,000 SQ. FT.
B ALLOWABLE AREA BUILDING = 23,000 SQ. FT B ALLOWABLE BUILDING HT 4 STORIES-55FT.
S-1 ACTUAL HT BUILDING PROVIDED 1 STORY 22'-10" ALLOWABLE AREA |S-1 USE=17,500x3.8=86,990 SF |B-USE=23,000x3.8=66,188 SF S=0.05+0.25=0.30<1.00
CHAPTER 10 - MEANS OF EGRESS ACTUAL AREA S-1 USE=16,361 SF B-USE=4,310 SF B
CHAPTER 6 - TYPES OF CONSTRUCTION
S-1 CONSTRUCTION TYPE IIB 1004.1.2 | OCCUPANT LOAD - 53 (300 GROSS STORAGE) 43(100 GROSS BUSINESS)
OCCUPANCY LOAD
T-601 FIRE-RESISTANCE RATING REQUIEMENTS FOR BUILDING ELEMENTS (HRS) T-1005.1 | EGRESS WIDTH PER OCCUPANT SERVED (INCHES PER OCCUPANT)
STRUCTURAL FRAME/COLUMNS, GIRDERS, TRUSSES 0 HR(S) DOOR & CORRIDOR CAPACITY 0.2 O UPANCY S:F./PERSON SF OCCUPANCY
BEARING WALLS STAIRWAYS N.A. STORAGE 300 16 361
INTERIOR 1 HR(S) ACCESSIBLE BUILDING - DESIGNATED _____ . _____ YES ; >4
EXTERIOR 0 HR(S) BUSINESS 100 4,310 43
T-602 NONBEARING WALLS & PARTITIONS -EXTERIOR 0 HR(S) T-1014.1 | SPACES WITH ONE MEANS OF EGRESS__________________ 30 MAX. OCC. TOTAL: 20,671 97
NONBEARING WALLS & PARTITIONS -INTERIOR 0 HR(S) d —
FLOOR CONSTRUCTION-INCL. SUPPORTING BEAMS & JOISTS 0 HR(S) T-1015.1 | MAXIMUM TRAVEL DISTANCE_ _ 250 FT. WITH SPRINKLERS 2 EXITS REQUIRED
T-602 ROOF CONSTRUCTION-INCL. SUPPORTING BEAMS & JOISTS 1 HR(S) OVERALL GROSS BUILDING AREA (IBC-1002)
EXIT ACCESS CORRIDORS 1 HR T-1018.1 | NUMBER OF EXITS FOR OCCUPANT__ _ 2 REQ.D 9 PROVIDED IE
ENCLOSURES OF EXITS N.A. FLOORS PART TOTAL
CHAPTER 7 - FIRE RESISTANT MATERIALS & CONSTRUCTION OFFICE 4,310
705.4 FIRE WALL FIRE-RESISTANCE RATING._ _ _ . 3 HR BAYS 16,361
TOTAL: 20,671
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Discipline Subset Submittal Checklist
The following check list shall be checked and attached to each discipline subset *

prior to being digitally signed.

Check Task Section in DPD
Manual
1] 1. Attach this checklist to the discipline subset. Section 3.1

2. Complete the following tasks using Bluebeam on
the discipline subset?

] a. Apply Page Labels Section 1.6.2
£] b. Apply Sheet Numbers Section 1.6.2
1] c. Apply Watermark Section 2.4
1] d. Flatten Markups Section 2.4
1] e. Digital Signature Field Section 2.5.1
o 3. Upload, if not in Projectwise already, the Section 3.2.4

discipline subset into the 100_Contract_Plans
folder in Projectwise and attribute the document
correctly?
a. Discipline = CT
b. Main Category = CON
c. Sub Category = FDP, DCD, DCD2, ADP,
ACD, DCO where applicable
d. Label = subset number and name.

e Example of highways subset would
be 03-Highways.

e The label for a subset shall be the
same for both FDP and DCD
submittals.

e Addendum submittals shall match
FDP submittals with the addition of
“A#".

e Change Order Submittals shall
match FDP submittals with the
addition of *_C#".

O e. Description field is filled in with a
description of the subset.

f. The applicable bridge no.(s) or signal
intersection(s) were selected that is/are
associated with this subset.

O 4. Type name and telephone number below.

5. Forward link to the Engineer of Record for Digital

Signature.

6. Apply the QA/QC stamp after the discipline Section 3.1
subset has been digitally signed.

I have performed and checked that all the tasks above were performed correctly.

ENNENES!

Submitted By (Type in Name) Phone Number (7ype in Phone Number)

* Discipline subset includes the General subset and all other discipline subsets. The 02-Revisions does not
need a checklist attached. The standard subsets already have a checklist attached to the index sheets.



http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=55

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=40

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=41

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=44

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=61

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page=56
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